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Kristie Lanum <kristie.lanum@apana.com>

0.58+ gal/min MECHANICAL failure (835.2 gal/day) #49058 
1 message

Kristie Lanum <kristie.lanum@apana.com> Wed, Feb 15, 2017 at 12:31 PM
To: Kristie Lanum <kristie.lanum@apana.com>

 Forwarded message  
From: APANA™ Waste Detect <support@apana.com> 
Date: Sun, Feb 5, 2017 at 4:05 AM 
Subject: 0.58+ gal/min MECHANICAL failure (835.2 gal/day) #49058 
To: kristie.lanum@apana.com 

ISSUE: 0.58+ gal/min water waste event observed this morning. This is the volume of at least 1/3 kitchen sinks or 1/8 garden hoses running. 

RECOMMENDATION: On your next floor walk, use the attached image and REVIEW LIST below to do a quick review of the most likely causes.

If you do not find the problem quickly, have the night close manager use the image and instructions to do a more detailed inspection for water waste when conducting
their final walk through. They will need a strong flashlight and about 10 min of extra time to look and record findings.

REVIEW LIST: 
1. Mechanical area where refrigeration equipment and water heaters are located  check for any water flowing into the floor drains from the many pipes that discharge
into those drains.
2. Other hot water heaters (food court, tire center, bathrooms, etc...)   check if the pipe from the hot water to the floor drain is discharging water. 
3. Inspect Fresh Food department faucets, hoses, ovens, floor drains, and any water consuming equipment for signs of water discharge (use). 
4. Inspect rotisserie oven floor drains for water discharge from pipes plumbed to the drain behind the ovens. (use flash light to look under the ovens at the pipes in
back of the ovens as they discharge into the drains, there should be no water flowing) 
5. Inspect all hoses for leaks (including outside, on the roof, and cooling tower) 
6. All bathroom fixtures, faucets, etc... 
7. If nothing is found, please contact APANA™ for support conducting a valve close test.

PLEASE LET US KNOW THE CAUSE OF THE WASTE TO HELP IMPROVE THE SYSTEM AND RECEIVE CREDITS TOWARDS YOUR APANA GOLD STAR
RATING. 

Link to Real Time Use 

Best Regards, 
APANA™ Support 
(360) 7462276 ext. 0 
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